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 1/4" = 1'-0"2

PHASE 4 - 3RD FLOOR POWER AND SYSTEMS DEMOLITION
PLAN 2 - AREA B

PANEL, ASSOCIATED TRANSFORMER AND FEEDER TO BE DEMOLISHED IN PHASE 4. ALL
REMAINING CIRCUITS CONNECTED TO THE PANEL SHALL BE SPLICED AND EXTENDED TO THE
NEW PANEL LOCATED IN THIS ELECTRICAL CLOSET PROVIDED IN AN EARLIER PHASE. SEE
DRAWING E6.02 FOR FURTHER INFORMATION.
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 1/4" = 1'-0"2

PHASE 4 - 3RD FLOOR POWER AND SYSTEMS DEMOLITION
PLAN 2 - AREA B

1. THIS SHEET HAS BEEN IDENTIFIED AS WORK TO BE INCLUDED AS A BID
ALTERNATE. SEE SPECIFICATIONS AND INSTRUCTIONS TO BIDDERS FOR A
DETAILED LISTING OF THE ASSOCIATED SCOPE OF WORK.
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 1/4" = 1'-0"1
PHASE 4A - 3RD FLOOR LIGHTING NEW WORK PLAN - AREA A

1 SEE DETAIL 7 ON DWG. E5.01 FOR NORMAL/EMERGENCY SWITCHING DETAIL.

2 MICRO RELAY PANEL LOCATED ABOVE ACCESSIBLE CEILING.

3 REWIRE NEW LIGHT FIXTURES TO (E) NORMAL LIGHTING CIRCUIT AND RELAY PROVIDED IN
PHASE 1.

4 SKYTRON STELLAR WALL CONTROL RECESSED MOUNTED UNIT. REFER TO DETAIL 3/E5.06 FOR
WIRING AND CONNECTIONS.
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1 SEE DETAIL 7 ON DWG. E5.01 FOR NORMAL/EMERGENCY SWITCHING DETAIL.

2 MICRO RELAY PANEL LOCATED ABOVE ACCESSIBLE CEILING.

3 REWIRE NEW LIGHT FIXTURES TO (E) NORMAL LIGHTING CIRCUIT AND RELAY PROVIDED IN
PHASE 1.

4 SKYTRON STELLAR WALL CONTROL RECESSED MOUNTED UNIT. REFER TO DETAIL 3/E5.06 FOR
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1. THIS SHEET HAS BEEN IDENTIFIED AS WORK TO BE INCLUDED AS A BID
ALTERNATE. SEE SPECIFICATIONS AND INSTRUCTIONS TO BIDDERS FOR A
DETAILED LISTING OF THE ASSOCIATED SCOPE OF WORK.



MO

MO

MO

MO

MO

MO

MO

MO

MO

LV60MO

MO

X

B2

C

q q
D1 D1

X XX

A1 A1 A1 A1 A1 A1

A1
A1

D1

a

a a a
a

a

a
a

b

kk

LV59LV48

A1

kkkk

kk

L2L2

L2

A1A1

jjjj

(E)

A1

MICRO PANEL LCo

r3

LPS-3A-1

LPS-3A-5

MICRO PANEL LCp

rp2 rp1 rp1 rp1rp2

rp3

rp2

rq2

rq1 rq1

rq2

rq2 rq2

LPS-3A-5 LPS-3A-5

MICRO PANEL LCq

A1

r3

LPS-3A-5

LPN-3C-7

A1

rq3

LPS-3A-5

A3

aa,bb,cc

w,x,y

s,t,u
A3 A3 A3

A1

a

A1

A1

A1

A1

A1A1A1
A1A1

B2

C

C

X

X

X

X

A1

A1

A1

A1

D1

D1

D1

D1

D1

D1

D1

D1

D1

D1D1 D1D1 D1

A1

B1

d

A1 A1 A1

D1
D1D1D1D1

L2 L2

L2

A1A1

A1

A1

A1

B1

C

B1

A1

A1

A1

A1

A1

MICRO PANEL LCr

MICRO PANEL LCs

MICRO PANEL LCt

D1

A1

A1

A1

A1

LPN-3C-7

LPN-3C-7

L
V

5
0

L
V

5
1

L
V

5
2

LV53

LV54

LV55
LV55

LV54

LV53

LV52
LV51 LV50

LV38

LV56

LV56

LV48

LV48

LV49

LV57

LV58

B

B

B

B

B B B

D1

j

g,h,i

j

ro5,6,7

ro8 ro8

r3

LPS-3A-5

r3

r3

r3

LPS-3A-5

LPS-3A-5

o,p,q k,l,m

rr nn

LPS-3A-5

rr1,2,3
rr5,6,7

b b b b

LPS-3A-5

rp6rp3rp3rp6

rp4

rp4rp5rp5rp5

rp4

d d d

c

c

cc

f f f f

LPC-3C-6 LPC-3C-6

LPC-3C-6

A1
A1

rp8 rp8 rp8 rp8

LPC-3C-6

LPN-3C-7

LPN-3C-7

a
rp3

rr8 rr8 rr4 rr4

a
b

LPS-3A-5

b

A1

rp3rp3rp2

rq3

b

rp6

b

rp3

LPN-3C-7

LPN-3C-7

LPN-3C-7

LPN-3C-7

LPS-3A-5

rp5

rs1,2,3

rs4

rs4
v

v

LPS-3A-5

A3

z

z

rs8

rs8

rs5,6,7

ee,ff,gg

hh

hh

a

A3

dd

dd

a

rt4

rt4

rt1,2,3

rp2

rp1

rp7

rp7

rp7

rp7

e

e

e

e

rp1

rt5,6,7

rp1

rq1

jj

LPN-3C-7

LPN-3C-7

PRE-OP

3B-193

CORRIDOR

C3-7

PRE-OP

3B-192

BLANKET

WARMER

C3-7.4

NOURISHMENT

C3-7.3

CRASH/CART

C3-7.2

LOCKERS

C3-7.1

NURSE STATION

3B-197A

NURSE STATION

3B-197B
LOUNGE

3B-200

STERILE

SUPPLIES

3B-198

TOILET

3B-201

STRETCHER

STORAGE

3B-199

HAC

3B-209

TOILET

3B-210

CLEAN

3B-211

SOILED

3B-182

TOILET

3B-184

ANTE-ROOM

3B-188

TOILET

3B-189A

PRE-OP

3B-191

PRE-OP

3B-190

ISOLATION

3B-189

STORAGE

3B-187

PRE-OP

3B-186

PRE-OP

3B-185

PRE-OP

3B-183

CORRIDOR

C3-4

STAIR

STAIR-2

FOR CONTINUATION
SEE DWG. P4-EL1.01

(E)

(E)
(E)(E)(E)

(E)

rt8

rt8

8 10 11 129

A

B

C

E5

B

13

LPC-3C1

LPN-3C

LPC-3C

MRMC

 1/4" = 1'-0"1
PHASE 4 - 3RD FLOOR LIGHTING NEW WORK PLAN 1 - AREA B

1 SEE DETAIL 7 ON DWG. E5.01 FOR NORMAL/EMERGENCY SWITCHING DETAIL.

2 MICRO RELAY PANEL LOCATED ABOVE ACCESSIBLE CEILING.

3 RECONNECT RELOCATED LIGHT FIXTURE TO EXISTING LIGHTING CONTROL AND BRANCH
CIRCUIT.
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PHASE 4 - 3RD FLOOR LIGHTING NEW WORK PLAN - AREA B

1 SEE DETAIL 7 ON DWG. E5.01 FOR NORMAL/EMERGENCY SWITCHING DETAIL.

2 MICRO RELAY PANEL LOCATED ABOVE ACCESSIBLE CEILING.
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1. THIS SHEET HAS BEEN IDENTIFIED AS WORK TO BE INCLUDED AS A BID
ALTERNATE. SEE SPECIFICATIONS AND INSTRUCTIONS TO BIDDERS FOR A
DETAILED LISTING OF THE ASSOCIATED SCOPE OF WORK.
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1 PROVIDE (2) 1"C WITHIN CASEWORK EQUIPMENT WIRING SPACE FOR NORMAL AND CRITICAL
CIRCUITING. ALTERNATE DEVICE WIRING TO THE INDICATED DEVICES.  SEE ARCHITECTURAL
DETAILS FOR FURTHER INFORMATION.

2 SEE DETAIL 2 ON DWG. E5.01 FOR FURTHER INFORMATION ON HEADWALL UNIT B.

3 GROUND REFERENCE POINT. REFER TO DETAIL 2/E5.07.

4 ISOLATION PANEL WITH MONITOR. REFER TO DRAWING E5.08.

5 POWER GROUND MODULE. REFER TO DETAIL 4A/E5.06 FOR BACK BOX CONFIGURATION AND
MOUNTING HEIGHT.

6 SKYTRON STELLAR WALL CONTROL RECESSED MOUNTED UNIT. REFER TO DETAIL 3/E5.06 FOR
WIRING AND CONNECTIONS.

7 PROVIDE POWER CONNECTION MOUNTED 5' A.F.F. FOR FLAT SCREEN MONITOR.

8 MCT12B DIGITAL TIME CLOCK AND ELAPSED TIMER. DISPLAY REMOTELY CONTROLLED BY
MCTCT WITH 2-GANG BACKBOX AND BATTERY PACK. CONTRACTOR TO RELOCATE AND RE-USE
EXISTING DIGITAL CLOCKS.

9 POWER FOR SMARTBOARDS. COORDINATE EXACT LOCATION WITH ARCHITECTURAL
ELEVATIONS.

10 DEDICATED DUPLEX RECEPTACLE FOR LASER EQUIPMENT MOUNTED 42" A.F.F.

11 POWER GROUND MODULE FOR SKYTRON TOUCHSCREEN CONTROL. REFER TO DETAIL 4B/E5.06
FOR BACK BOX CONFIGURATION AND MOUNTING HEIGHT.

12

13 SURFACE MOUNTED METALLIC SINGLE CHANNEL RACEWAY MOUNTED 42" A.F.F.
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PHASE 4 - 3RD FLOOR POWER NEW WORK PLAN (MER)

 1/4" = 1'-0"1
PHASE 4 - 3RD FLOOR POWER NEW WORK PLAN - AREA A
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PHASE 4 - 3RD FLOOR POWER NEW WORK PLAN (MER)

 1/4" = 1'-0"1
PHASE 4 - 3RD FLOOR POWER NEW WORK PLAN - AREA A

RENOVATE SURGICAL

SERVICE & UPGRADE

OPERATING ROOMS

581-13-101

NO. DESCRIPTION DATE

Miller-Remick LLC

1010 KINGS HIGHWAY SOUTH
CHERRY HILL, NEW JERSEY 08034
PHONE: (856)429-4000
FAX: (856)429-5002

M.E.P.  &  Structural Engineering

A Service Disabled Veteran Owned
Small Business

1
6

8
4

0

B

A

C

D

E

F

6
"

1
0

6
"

2
0

6
"

6
"

0
2

4
0

4
0

0
4

8

1 2 3 4 5 6 87 9

F

E

D

C

B

A

97 8654321

100% CONSTRUCTION DOCUMENTS

PLAN

NORTH

ACTUAL

NORTH

FULLY SPRINKLERED
MILLER-REMICK LLC

PROFESSIONAL ENGINEER

W

E
ST  V I RG I N

I A

R

E
G

I S T E R
E

D

1 PROVIDE (2) 1"C WITHIN CASEWORK EQUIPMENT WIRING SPACE FOR NORMAL AND CRITICAL
CIRCUITING. ALTERNATE DEVICE WIRING TO THE INDICATED DEVICES.  SEE ARCHITECTURAL
DETAILS FOR FURTHER INFORMATION.

2

3 GROUND REFERENCE POINT. REFER TO DETAIL 2/E5.07.

4 ISOLATION PANEL WITH MONITOR. REFER TO DRAWING E5.08.

5 POWER GROUND MODULE. REFER TO DETAIL 4A/E5.06 FOR BACK BOX CONFIGURATION AND
MOUNTING HEIGHT.

6 SKYTRON STELLAR WALL CONTROL RECESSED MOUNTED UNIT. REFER TO DETAIL 3/E5.06 FOR
WIRING AND CONNECTIONS.

7 PROVIDE POWER CONNECTION MOUNTED 5' A.F.F. FOR FLAT SCREEN MONITOR.

8 MCT12B DIGITAL TIME CLOCK AND ELAPSED TIMER. DISPLAY REMOTELY CONTROLLED BY
MCTCT WITH 2-GANG BACKBOX AND BATTERY PACK. CONTRACTOR TO RELOCATE AND RE-USE
EXISTING DIGITAL CLOCKS.

9 POWER FOR SMARTBOARDS. COORDINATE EXACT LOCATION WITH ARCHITECTURAL
ELEVATIONS.

10 DEDICATED DUPLEX RECEPTACLE FOR LASER EQUIPMENT MOUNTED 42" A.F.F.

11 POWER GROUND MODULE FOR SKYTRON TOUCHSCREEN CONTROL. REFER TO DETAIL 4B/E5.06
FOR BACK BOX CONFIGURATION AND MOUNTING HEIGHT.

12

SURFACE MOUNTED METALLIC SINGLE CHANNEL RACEWAY MOUNTED 42" A.F.F.
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1 PROVIDE (2) 1"C WITHIN CASEWORK EQUIPMENT WIRING SPACE FOR NORMAL AND CRITICAL
CIRCUITING. ALTERNATE DEVICE WIRING TO THE INDICATED DEVICES.  SEE ARCHITECTURAL
DETAILS FOR FURTHER INFORMATION.

2 (N) XFMR-N3C AND (N) XFMR-C3C STACKED VERTICALLY FROM FLOOR. USE UNISTRUT WHERE
REQUIRED FOR CLEARANCE.

3 (E) PULLBOX PB4 INSTALLED IN PHASE 3.

4 PANEL, ASSOCIATED TRANSFORMER AND FEEDER TO BE DEMOLISHED IN PHASE 4. ALL
REMAINING CIRCUITS CONNECTED TO THE PANEL SHALL BE SPLICED AND EXTENDED TO THE
NEW PANEL LOCATED IN THIS ELECTRICAL CLOSET PROVIDED IN AN EARLIER PHASE. SEE
DRAWING E6.02 FOR FURTHER INFORMATION.

GENERAL NOTES

SHEET KEYNOTES

 1/4" = 1'-0"1
PHASE 4 - 3RD FLOOR POWER NEW WORK PLAN 1 - AREA B

 1/4" = 1'-0"2
PHASE 4 - 3RD FLOOR POWER NEW WORK PLAN 2
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 1/4" = 1'-0"2
PHASE 4 - 3RD FLOOR LIGHTING NEW WORK PLAN 2 - AREA B
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